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SHEET  NO.

DS-28
DATE: 9/01/2016

SELECT DOOR DETAIL "A" ,  "B" , OR  "C"

DEADFRONT LAYOUT

FVNR

DOOR DETAIL "A"

RVSS

DOOR DETAIL "B"

VFD

DOOR DETAIL "C"

Instructions:
Select the appropriate door
detail based on Starter Type
and place in Deadfront Layout.

SEE NOTE #10 ON SHEET DS-0.1
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